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INSTRUCTIONS:

( ) + Stearns Electric Association will not be responsible or liable

for any personal injury or property damage in the wiring of
or the operation of this or any Energy Wise system. Stearns
i Electric Association recommends the use of a licensed
electrical contractor.
RADIO lectrical contract
RECEIVER * All wiring must meet N.E.C. (National Electrical Code) and
be inspected by a state electrical inspector before Stearns
W/JUNCTION BOX Electric Association will check out installation.
« Any time power is off & restored to the radio receiver,
there will be a 15-minute time delay before unit will be
\_ J allowed to operate.
- 4IVAY ) + Radio receiver/meter socket should be mounted 4’ to &’
/Tfese a,e\\ L ek = above the ground outside of all structures with ample
Ligh: < T access around unit.
A N| VI ndunit. o
~< _ Lj‘ N v * The blue wires of the radio receiver are wired in series with
3 \\ ,L\ / the “Y” circuit of the A/C 24 volt system.
\‘/Th,esearte * The yellow, brown and orange wires are not used in this
wire nu . .
: llation.
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STEARNS ELECTRIC ASSOCIATION WIRING DIAGRAM: NON-METERED AIR CONDITIONING LM2






